July 29, 2020
Gualtieri Portable AC Units
Three Quote Bid

ADDENDUM NO.2

This addendum issued July 29, 2020 becomes in its entirety a part of the 3 Quote Bid as is fully set forth herein:

Item 1: Q: UFAS requirements not sure what this acronym stands for?
A: The Acronym UFAS is for Uniform Federal Accessibility Standards (UFAS). The Uniform Federal Accessibility Standards (UFAS) were developed by the four federal agencies responsible for issuing standards under the Architectural Barriers Act of 1968. The Act requires that buildings and facilities designed, constructed, or altered with federal funds be accessible and these standards were developed to define what “accessible” means.

Item 2: Q: 48” is this the width?
A: No, The equipment controls must be located accessible to the user in a forward reach of a maximum of 48 inches high and a minimum of not less than 15 inches.

Item 3: Q: Are these in the wall units?
A: No, The use of the A / C units will be for a period of 3 to 4 months, once the tasks are completed, the units will be relocated to other properties of the Authority. Units must be portable and will not be fixed to the window or wall.

Item 4: Q: Are you requesting these to be installed by vendor?
A: No, HACP requires the vendor to supply the units

Item 5: The proposal due date, time, and location remain unchanged at August 5, 2020 at 1:00 PM, at the HACP Procurement Dept., 100 Ross St. 2nd Floor, Suite 200, Pittsburgh, PA 15219.

END OF ADDENDUM NO. 2

Kim Detrick
Procurement Director/Chief Contracting Officer

Kim Detrick (Jul 29, 2020 08:31 EDT)
Jul 29, 2020
Date